ClTY OF LODI Water Blow—off

PUBLIC WORKS DEPARTMENT Permanent

Thrust block Common brick
continuous

for support

PANYONYON
4" Ball valve as approved by Cover—Christy B36D
the City, (See Material List) (B36—61D in traffic
with 4” Dia. nipple and areas)
threaded cap (greased with .
: . For Traffic,
pipe lube and hand tightened .
Commercial or
6" ——=] -/ 5 R/W Installation
Box and lid
Adjust to grade per STD PLAN 123 will be H20
2T T Rated.

Common brick continuous
for support

“|In sidewalk or
‘| as noted on plans.

4” Galvanized pipe and Flange

wrapped in Visqueen 4" Blow—0ff

Mechanical Joint fitting

C900 Pipe or Ductile
lron Pipe \

Thrust block
Refer to Standard
Plan 405

Notes:
1. No services within 3’ of blow—off.
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